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NO IRRIGATION WATER
SHALL BE DIRECTED ONTO

LEGEND
— — — — EXISTING MAINLINE PIPE
3 CAPPED EXISTING MAINLINE PIPE
——————— EXISTING LATERAL PIPE
————— = CAPPED EXISTING LATERAL PIPE
@ EXISTING QUICK COUPLING VALVE ASSEMBLY
$ EXISTING REMOTE CONTROL VALVE ASSEMBLY
X EXISTING POP—-UP SPRAY SPRINKLER ASSEMBLY
Q EXISTING POP—-UP MP ROTATOR SPRINKLER ASSEMBLY
EXISTING POP—-UP ROTOR SPRINKLER ASSEMBLY

NEW MAINLINE PIPE

i NEW MAINLINE PIPE POINT—OF—-CONNECTION TO
EXISTING LATERAL PIPE

NEW LATERAL PIPE: CLASS 160 PVC (1—-INCH SIZE
UNLESS OTHERWISE INDICATED)

| NEW LATERAL PIPE POINT—O0OF—=CONNECTION TO
EXISTING LATERAL PIPE

UNCONNECTED PIPE CROSSING

° > NEW POP—-UP SPRAY SPRINKLER: STREAM BUBBLER
NOZZLE
PRESSURE: 30 PSI RADIUS: 5 FEET

FLOW (GPM): Q — 0.10 H — 0.20 F — 0.41

AAA

NEW POP—-UP SPRAY SPRINKLER:

PRESSURE: 30 PSI RADIUS: 8 FEET

FLOW (GPM): Q — 0.26 H — 0.52 F — 1.05
PSS

NEW POP—-UP SPRAY SPRINKLER:

PRESSURE: 30 PSI RADIUS: 10 FEET

FLOW (GPM): Q — 0.39 H — 0.79 F — 1.58

V=N |

NEW POP—-UP SPRAY SPRINKLER:

PRESSURE: 30 PSI RADIUS: 12 FEET

FLOW (GPM): Q — 0.65 H — 1.30 F — 2.60
(VAN J

NEW POP—-UP SPRAY SPRINKLER:

PRESSURE: 30 PSI RADIUS: 15 FEET

FLOW (GPM): Q — 0.92 H — 1.85 F - 3.70
PO

NEW MP ROTATOR MP 2000

PRESSURE: 50 PSI RADIUS: 21 FEET

FLOW (GPM): Q — 0.44 H — 0.83 F —1.64
bofal

NEW MP ROTATOR MP 3000

PRESSURE: 50 PSI RADIUS: 30 FEET

FLOW (GPM): Q — 0.96 H — 2.04 F — 4.0/

1-2 — INDICATES CONTROLLER AND CONTROLLER STATION NUMBER
107 — INDICATES LATERAL DISCHARGE IN GPM
2" — INDICATES REMOTE CONTROL VALVE SIZE IN INCHES

20' 0' 10" 20 40'

1" = 20'

SCALE MUST MEASURE 1 INCH OR DRAWING IS NOT TO SCALE.
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